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BIDS AND AWARDS COMMITTEE

SUPPLEMENTAL / BID BULLETIN -1

This Bid Bulletin is issued to modify or amend items in the Bid Documents. This shall form an

integral part of the Bid Documents. Please take note of the changes/adjustments for the project, Repair
and Improvement of Four Units Green Houses — 2™ Posting with an ABC of P 1,885,404.71.

1. Site inspection is a must.

2. Trusses/Roofing/Miscellaneous works:

a.
b.

C.

—h

Post should be 3" @ Gl Pipe Post S-40.

Framings on the entire perimeter of the net houses in between the 3" @ Gl Pipe Post S-40 is
16 mm @ steel bar spaced @ 1.0 meter on center both ways.

All polyethylene sheets and greenhouse nets should be fastened with aluminum flat bar
3/16" x 1 and aluminum profile with lock.

Trusses should be provided with 1 1/2" @ Gl pipe S-40 for bottom and top chords; web
members should be 1"@ Gl Pipe S-40 with 3/4" @ GI Pipe S-40 as purlins.

All existing doors should be improved and repaired to fit the new repaired structure.

Painting works for all newly built structures is included.
(2 coats each of epoxy primer and QDE paint)

3. This bid bulletin does not cancel the information given in the scope of work of the Bill of Quantities
but adds clarification to it. Please attach this added information/bid bulletin to the BOQ and be
included in the financial envelop.

4. The Construction and Safety Health Program of the Contractor to be submitted in this bidding
procedure must be certified by its President/Owner. DOLE approved CSHP may be required upon
post qualification.

5. All projects to be undertaken by a contractor of the university should have its own electrical and
resident site engineers.
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